ADJUSTING THE TEMPERATURE ON THE 421 AQUASTAT

1. When customer is wanting to adjust the temperature on this controller first step (once unit is powered) press the Menu button on aquastat. This will prompt a flashing OFF on the aquastat display.
2. When the flashing off appears press menu again. This will prompt a flashing number which is your current set point for the unit to kick off on temperature limit.
3. To adjust the temperature press either the up or down arrow until you get to the desired set point.  (please not that these unit are operational from 80-180 degrees F. 
4. Once you get to the set point press menu again to lock in the set point which should then send you back to the flashing OFF. 
5. Press both arrows at the same time to get out of the set up mode which should then show you the temperature our supply fluid is currently at. 

[bookmark: _GoBack]These controls do not need to be unlocked at anytime unless taking with Dryair Service.  Unlocking these controllers can cause settings to be changed with out notice causing difficulty during start up procedures. If units have been unlocked and not functionally properly please call Dryair Service Department. 1-306-275-4848. 
